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(57) ABSTRACT 
An inverter for converting an input direct current (DC) wave 
form from a DC source to an output alternating current (AC) 
waveform for delivery to an AC grid includes an input con 
Verter, an output converter, and an active filter, each of which 
is electrically coupled to a bus. The bus may be a DC bus oran 
AC bus. The input converter is configured to convert the input 
DC waveform to a DC or AC bus waveform. The output 
converter is configured to convert the bus waveform to the 
output AC waveform at a grid frequency. The active filter is 
configured to reduce a double-frequency ripple power of the 
bus waveform by Supplying power to and absorbing power 
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APPARATUS FOR CONVERTING DIRECT 
CURRENT TO ALTERNATING CURRENT 
CROSS-REFERENCE TO RELATED U.S. PATENT 
APPLICATION 
0001. This application claims priority under 35 U.S.C. 
S119(e) to U.S. Provisional Patent Application Ser. No. 
61/230,546 entitled Apparatus for Converting Direct Cur 
rent to Alternating Current.” by Robert S. Balog, Jr. et al., 
which was filed on Jul. 31, 2009, the entirety of which is 
hereby incorporated by reference. 
0002 Cross-reference is made to U.S. Utility patent appli 
cation Ser. No. XX/XXXXXX entitled “Apparatus for Con 
verting Direct Current to Alternating Current by Patrick P. 
Chapman et al., which was filed on Sep. 21, 2009, and to U.S. 
Utility patent application Ser. No. 1 1/871,015 entitled “Meth 
ods for Minimizing Double-Frequency Ripple Power in 
Single-Phase Power Conditioners' by Philip T. Krein. et al., 
which was filedon Oct. 11, 2007, the entirety of both of which 
is incorporated herein by reference. 
TECHNICAL FIELD 
0003. The present disclosure relates, generally, to power 
converters for converting direct current (DC) power to alter 
nating current (AC) power and, more particularly, to appara 
tuses and methods for converting DC power to AC power 
Suitable for Supplying energy to a an AC grid or AC load 
coupled to the AC grid. 
BACKGROUND 
0004 Power inverters converta DC power to an AC power. 
For example, Some power inverters are configured to convert 
the DC power to an AC power Suitable for Supplying energy to 
an AC grid and, in Some cases, an AC load coupled to the AC 
grid. One particular application for Such powerinverters is the 
conversion of DC power generated by an alternative energy 
source, such as photovoltaic cells (“PV cells” or “solar 
cells'), fuel cells, DC wind turbine, DC water turbine, and 
other DC power sources, to a single-phase AC power for 
delivery to the AC grid at the grid frequency. 
0005. A basic electrical property of a single-phase AC 
power system is that the energy flow includes both an average 
power portion that delivers useful energy from the energy 
source to the load and a double-frequency portion that flows 
back and forth between the load and the source: 
0006. In applications involving inverters, the double-fre 
quency portion represents undesirable ripple power that, if 
reflected back into the DC power source in a significant 
amount, may compromise performance of the source. Such 
concerns are particularly relevant to photovoltaic cells 
wherein the power delivered by each photovoltaic cell may 
vary in magnitude over time due to temporal variations in 
operating conditions including changes in Sunlight intensity, 
angle of incidence of Sunlight, ambient temperature and other 
factors. As such, photovoltaic cells have an operating point at 
which the values of the current and voltage of the cell result in 
an ideal or “maximum power output. This “maximum power 
point” (“MPP) is a function of environmental variables, 
including light intensity and temperature. Inverters for pho 
tovoltaic systems may include some form of maximum power 
point tracking (“MPPT) as a mechanism of identifying and 
Equation 1 
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tracking the maximum power point (MPP) and adjusting 
the inverter to exploit the full power capacity of the cell at the 
MPP. Extracting maximum power from a photovoltaic cell 
requires that the cell operate continuously at its MPP. As such, 
fluctuations in power demand, caused, for example, by the 
double-frequency ripple power being reflected back into the 
cell, may compromise the ability of the inverter to deliver the 
cell's maximum power. 
0007. In typical inverters, the double-frequency ripple 
power is managed by Storing and delivering energy at twice 
the AC frequency. To do so, a passive or active filter is typi 
cally used to manage the double-frequency ripple power on 
the input side of the inverter. In passive filtering arrange 
ments, a large capacitance is typically required because the 
capacitive device must support the DC bus voltage without 
imposing significant Voltage ripple on the DC bus. However, 
in active filter arrangements, a relatively smaller capacitance 
may be used because the capacitive device need not Support 
the DC bus voltage. Because the active filter "isolates' the 
internal capacitor from the DC bus, the voltage variation 
across the internal capacitor can be relatively large and the 
value of the capacitor may be made relatively small. 
0008. In a typical photovoltaic power system, an inverter 
may be associated with one or more solar cell panel. For 
example, some systems include Strings of Solar cell panels 
that delivera relatively high, combined Voltage (e.g., nominal 
450 V) to a single, large inverter. Alternatively, in other sys 
tems such as a distributed photovoltaic power system, an 
inverter may be associated with each Solar cell panel. In Such 
systems, the Solar cell panels are typically small, relatively 
low voltage (e.g., 25 V). The inverter may be placed in close 
proximity to the associated Solar cell panel to increase the 
conversion efficiency of the overall system. 
SUMMARY 
0009. According to on aspect, an inverter for converting an 
input direct current (DC) waveform from a DC source to an 
output alternating current (AC) waveform for delivery to an 
AC grid may include an input converter, an output converter, 
an active filter. The input converter may be electrically 
coupled to a power bus and may include a transformer. The 
input converter may be configured to convert the input DC 
waveform to a bus waveform supplied to the power bus. The 
output converter may be electrically coupled to the power bus 
and configured to convert the bus waveform to the output AC 
waveform at a grid frequency. The active filter may be elec 
trically coupled to the power bus. Additionally, the active 
filter may be configured to reduce a double-frequency ripple 
power of the bus waveform by Supplying power to and 
absorbing power from the power bus. 
0010. In some embodiments, the power bus may be 
embodied as a DC bus and the bus waveform may be embod 
ied as a first DC waveform. In such embodiments, the input 
converter may include a first inverter circuit electrically 
coupled to the DC Source and a primary winding of the 
transformer. The first inverter circuit may be configured to 
convert the input DC waveform to a first AC waveform at a 
first frequency. Additionally, the transformer may be config 
ured to converter the first AC waveform to a second AC 
waveform at the first frequency. The input converter may also 
include a rectifier circuit electrically coupled to a secondary 
winding of the transformer and the power bus. The rectifier 
circuit may be configured to rectify the second AC waveform 
to produce the first DC waveform. The input converter may 
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also include an isolated boost converter electrically con 
nected to the DC source and the first inverter circuit. 
0011. In some embodiments, the output converter may 
include a second inverter circuit electrically coupled to the 
power bus. The second inverter circuit may be configured to 
convert the first DC waveform to the output AC waveform. 
The output converter may also include a filter circuit electri 
cally coupled to the second inverter circuit. The filter circuit 
may be configured to filter the output AC waveform. 
0012. In some embodiments, the active filter may include 
a bridge circuit electrically coupled to an energy storage 
device. The bridge circuit may be a half-bridge or full-bridge 
circuit and the energy storage device may be embodied as an 
inductor-capacitor (LC) circuit. The active filter is may be 
configured to maintain a Substantially constant Voltage across 
the second inverter circuit. In some embodiments, the output 
AC waveform may include an average component and a time 
varying component. In Such embodiments, the active filter 
may be configured to Supply Substantially all of the time 
varying component of the output AC waveform. Additionally, 
the time-varying component may include a component hav 
ing a frequency Substantially equal to twice the grid fre 
quency. 
0013 The active filter may include a third inverter circuit 
and an energy storage device in Some embodiments. The third 
inverter circuit may be configured to control the time-varying 
component of the output AC waveform by controlling a time 
varying current of the energy storage device. In some embodi 
ments, the third inverter circuit is configured to generate a 
third AC waveformat the energy storage device. The third AC 
waveform may have a frequency Substantially equal to a 
harmonic frequency of the grid frequency. Additionally, the 
third AC waveform may be shifted by JL/4 radians relative to 
a phase of the output AC waveform. In some embodiments, 
the third inverter circuit may be embodied as a full bridge 
circuit. 
0014. In some embodiments, the transformer may include 
a tertiary winding. In Such embodiments, the active filter may 
be connected to the tertiary winding. In Such embodiments, 
the active filter may include a rectifier circuit connected to the 
tertiary winding, an inverter circuit connected to the rectifier 
circuit, and an energy storage device. In some embodiments, 
the power bus may be embodied as a first DC bus. In such 
embodiments, the inverter further includes a second DC bus 
electrically coupled to the tertiary winding. In other embodi 
ments, the power bus may be embodied as a first AC bus. In 
such embodiments, the inverter may further include a second 
AC bus electrically coupled to the tertiary winding. Addition 
ally, the active filter may be connected to the second AC bus 
and include an energy storage device connected to a center tap 
of the tertiary winding. 
0015. In embodiments in which the power bus is an AC 
bus, the input converter may be embodied as a one of a 
Voltage-sourced full bridge converter and a Voltage-sourced 
push-pull converter. Alternatively, the input converter is one 
of a current-sourced full bridge converter and a current 
Sourced push-pull converter. In some embodiments, the bus 
waveform is embodied as a first AC waveform having a first 
frequency. In Such embodiments, the output converter may 
include a frequency converter circuit configured to convert 
the second AC waveform to a third AC waveform at the grid 
frequency. 
0016. In some embodiments, the inverter may further 
include a controller circuit. The controller circuit may be 
Feb. 3, 2011 
electrically coupled to the input converter and configured to 
control the input converter to generate the bus waveform 
based on a maximum power point tracking of the DC source. 
Additionally or alternatively, the controller circuit may be 
electrically coupled to the output converter and configured to 
control the output converter to generate the output AC wave 
form using pulse width modulation. Additionally or alterna 
tively, the controller circuit may be electrically coupled to the 
active filter and configured to control the active filter to supply 
a time-varying waveform to the power bus to reduce the 
double-frequency ripple power. Additionally, in some 
embodiments, the DC source may be embodied as one of a 
photovoltaic cell and a fuel cell. 
0017 According to another aspect, an apparatus includes 
a solar panel and an inverter. The Solar panel may include a 
solar cell configured to generate a first direct current (DC) 
waveform in response to receiving an amount of Sunlight. The 
inverter may be coupled to the solar cell panel. The inverter 
may be configured to receive the first DC waveform and 
convert the first DC waveform to an output alternating current 
(AC) waveform. In some embodiments, the inverter may 
include an input converter, and output converter, and an active 
filter. The input converter may be electrically coupled the 
solar cell and a DC bus and may be configured to convert the 
first DC waveform to a second DC waveform supplied to the 
DC bus. The output converter may be electrically coupled to 
the DC bus and may be configured to convert the second DC 
waveform to the output AC waveformat a first frequency. The 
active filter may be electrically coupled to the DC bus and 
may be configured to reduce a double-frequency ripple power 
of the second DC waveform by supplying power to and 
absorbing power from DC power bus. 
0018. In some embodiments, the input converter may 
include a first inverter circuit and a transformer. The first 
inverter circuit may be being electrically coupled to the solar 
cell and a primary winding of the transformer and may be 
configured to convert the first DC waveform to a first AC 
waveform at a first frequency. The transformer may be con 
figured to convert the first AC waveform to a second AC 
waveform at the first frequency. The input converter may 
further comprise a rectifier circuit electrically coupled to a 
secondary winding of the transformer and the DC bus. The 
rectifier circuit may be configured to rectify the second AC 
waveform to produce the second DC waveform. 
0019. The output converter may include a second inverter 
circuit electrically coupled to the DC bus and configured to 
convert the second DC waveform to the output AC waveform. 
The active filter may include an energy storage device and a 
third inverter circuit configured to generate a third AC wave 
form at the energy storage device. The third AC waveform 
may have a frequency Substantially equal to a harmonic of the 
grid frequency. Additionally, in some embodiments, the third 
AC waveform may be shifted in phase relative to the grid 
frequency. For example, the AC waveform may be shifted by 
JL/4 radians relative to a phase of the output AC waveform. 
0020. In some embodiments, the inverter may include a 
controller circuit. The controller circuit may be electrically 
coupled to the input converter and configured to control the 
input converter to generate the second DC waveform based on 
a maximum power point tracking of the Solar cell. Addition 
ally or alternatively, the controller circuit may be electrically 
coupled to the output converter and configured to control the 
output converter to generate the output AC waveform using 
pulse width modulation. Additionally or alternatively, the 
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controller circuit may be electrically coupled to the active 
filter and configured to control the active filter to supply a 
time-varying waveform to the DC bus to reduce the double 
frequency ripple power. 
0021. According to a further aspect, a power inverter may 
include a direct current (DC) bus, an input converter electri 
cally coupled to the DC bus, an output converter electrically 
coupled to the DC bus, and an active filter electrically coupled 
to the DC bus. The input converter may include (i) a trans 
former having a primary winding and a secondary winding, 
(ii) a first inverter circuit electrically coupled to the primary 
winding and configured to convert an input DC waveform to 
a first alternating current (AC) waveformat the primary wind 
ing, the transform being configured to convert the first AC 
waveform to a second AC waveform, and (iii) a rectifier 
circuit electrically coupled to the secondary winding and the 
DC bus. The rectifier circuit may be configured to rectify the 
second AC waveform to produce a second DC waveform on 
the DC bus. The output converter may include a second 
inverter circuit electrically coupled to the DC bus and con 
figured to convert the second DC waveform to an output AC 
waveform suitable for delivery to an AC grid. The active filter 
may be configured to reduce double-frequency ripple power 
of the second DC waveform by supplying power to and 
absorbing power from DC power bus. 
0022. In some embodiments, the active filter may include 
an energy storage device and a third inverter circuit. The third 
inverter circuit may be configured to generate a third AC 
waveform at the energy storage device. The third AC wave 
form may have a frequency Substantially equal to a harmonic 
of the grid frequency and, in some embodiments, may be 
shifted by a phase amount (e.g., JL/4 radians) relative to a 
phase of the output AC waveform. Additionally, in some 
embodiments, the inverter may further include a controller 
circuit. The controller circuit may be electrically coupled to 
the input converter and configured to control the input con 
verter to generate the second DC waveform based on a maxi 
mum power point tracking of the Solar cell. Additionally or 
alternatively, the controller circuit may be electrically 
coupled to the output converter and configured to control the 
output converter to generate the output AC waveform using 
pulse width modulation. 
DESCRIPTION OF THE DRAWINGS 
0023 FIG. 1 is a simplified block diagram of one embodi 
ment a system for converting DC power to AC power; 
0024 FIG. 2 is a simplified block diagram one embodi 
ment of an AC photovoltaic module of the system of FIG. 1; 
0025 FIG.3 is a simplified block diagram of one embodi 
ment of an inverter of the system of FIG. 1; 
0026 FIG. 4 is a simplified block diagram of one embodi 
ment of an input converter of the inverter of FIG. 3; 
0027 FIG. 5 is a schematic of one embodiment of the 
input converter of FIG. 4; 
0028 FIG. 6 is a simplified block diagram of one embodi 
ment of the output converter and active filter of the inverter of 
FIG.3: 
0029 FIG. 7 is a schematic of one embodiment of the 
output converter and active filter of FIG. 6; 
0030 FIG. 8 is a schematic of one embodiment of an EMI 
filter of the output converter of FIG. 6; 
0031 FIG.9 is a schematic of another embodiment of the 
active filter of FIG. 6; 
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0032 FIG.10 is a schematic of another embodiment of the 
active filter of FIG. 6; 
0033 FIG. 11 is a schematic of another embodiment of the 
active filter of FIG. 6; 
0034 FIG. 12 is a simplified block diagram of another 
embodiment of the input converter of FIG. 4; 
0035 FIGS. 13 A-13D are schematics of various embodi 
ments of the input converter of FIG. 12; 
0036 FIG. 14 is a simplified block diagram of another 
embodiment of the output converter and active filter of FIG.3: 
0037 FIGS. 15A-15B are schematics of various embodi 
ments of the output converter of FIG. 14; 
0038 FIG. 16 is a schematic of one embodiment an 
inverter including the input inverter of FIG. 12 and the output 
converter and active filter of FIG. 14; and 
0039 FIG. 17 is a schematic of one embodiment an 
inverter including the input inverter of FIG. 12 and the output 
converter and active filter of FIG. 14. 
DETAILED DESCRIPTION 
0040. While the concepts of the present disclosure are 
Susceptible to various modifications and alternative forms, 
specific exemplary embodiments thereofhave been shown by 
way of example in the drawings and will herein be described 
in detail. It should be understood, however, that there is no 
intent to limit the concepts of the present disclosure to the 
particular forms disclosed, but on the contrary, the intention is 
to cover all modifications, equivalents, and alternatives fall 
ing within the spirit and scope of the invention as defined by 
the appended claims. 
0041 References in the specification to “one embodi 
ment”, “an embodiment”, “an example embodiment, etc., 
indicate that the embodiment described may include a par 
ticular feature, structure, or characteristic, but every embodi 
ment may not necessarily include the particular feature, struc 
ture, or characteristic. Moreover, Such phrases are not 
necessarily referring to the same embodiment. Further, when 
a particular feature, structure, or characteristic is described in 
connection with an embodiment, it is submitted that it is 
within the knowledge of one skilled in the art to effect such 
feature, structure, or characteristic in connection with other 
embodiments whether or not explicitly described. 
0042 Some embodiments of the disclosure, or portions 
thereof, may be implemented in hardware, firmware, soft 
ware, or any combination thereof. Embodiments of the dis 
closure may also be implemented as instructions stored on a 
tangible, machine-readable medium, which may be read and 
executed by one or more processors. A machine-readable 
medium may include any mechanism for storing or transmit 
ting information in a form readable by a machine (e.g., a 
computing device). For example, a machine-readable 
medium may include read only memory (ROM); random 
access memory (RAM); magnetic disk storage media; optical 
storage media; flash memory devices; and others. 
0043 Referring to FIG. 1, a system 100 for supplying 
alternating current (hereinafter AC) power to an AC grid 
102 at a grid frequency includes a direct current (hereinafter 
“DC”) source 104 and an inverter 106. The DC source 104 
may be embodied as any type of DC Source configured to 
generate or produce a DC power, which is Supplied to the 
inverter 106. For example, the DC power may be embodied as 
a photovoltaic solar cell or array, a fuel cell, a wind turbine 
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configured to generate a DC power (e.g., via a rectifying 
circuit), a water turbine configured to generate a DC power, or 
other unipolar power source. 
0044) The inverter 106 is electrically connected to the DC 
source 104 and configured to convert a DC waveform gener 
ated by the DC source 104 to an AC waveform suitable for 
delivery to the AC grid 102 and, in some embodiments, loads 
coupled to the AC grid 102. The AC grid may be embodied as, 
for example, a utility power grid that Supplies utility AC 
power to residential and commercial users. Such utility power 
grids may be characterized as having an essentially sinusoidal 
bipolar voltage at a fixed grid frequency (e.g., f(t)/2. U-50 Hz 
or 60 Hz). 
0045. The inverter 106 includes a plurality of circuits to 
facilitate the conversion of the DC power to the AC power as 
discussed in more detail below. In some embodiments, the 
inverter 106 may include one or more processing circuits 108 
and one or more memory circuits 110. The processing circuit 
108 may be embodied as any type of processor and associated 
circuitry configured to perform one or more of the functions 
described herein. For example, the processing circuit 108 
may be embodied as or otherwise include a single or multi 
core processor, an application specific integrated circuit, a 
collection of logic devices, or other circuits. The memory 
circuits 110 may be embodied as read-only memory devices 
and/or random access memory devices. For example, the 
memory circuit 110 may be embodied as or otherwise include 
dynamic random access memory devices (DRAM), synchro 
nous dynamic random access memory devices (SDRAM), 
double-data rate dynamic random access memory devices 
(DDR SDRAM), and/or other volatile or non-volatile 
memory devices. The memory circuits 108 may have stored 
therein a plurality of instructions for execution by the pro 
cessing circuits to control particular functions of the inverter 
as discussed in more detail below. 
0046. As discussed above, in some embodiments, the DC 
source 104 may be embodied as one or more photovoltaic 
cells. In such embodiments, the DC source 104 and the 
inverter 106 may be associated with each other to embodied 
an AC photovoltaic module (ACPV) 112 as illustrated in FIG. 
2. The ACPV 112 includes a DC photovoltaic module 
(DCPV) 114, which operates as the DC source 104, electri 
cally coupled to the inverter 106. The DCPV 114 includes one 
or more photovoltaic cells and is configured to deliver a DC 
waveform to the inverter 106 in response to receiving an 
amount of sunlight. The DC power delivered by the ACPV 
112 is a function of environmental variables, such as, e.g., 
Sunlight intensity, Sunlight angle of incidence and tempera 
ture. In some embodiments, the inverter 106 is positioned in 
a housing 116 of the ACPV 112. Alternatively, the inverter 
106 may include its own housing 118 secured to the housing 
116 of the ACPV 112. Additionally, in some embodiments, 
the inverter 106 is separate from the housing 116, but located 
near the DCPV 114. As discussed above, the inverter 106 is 
configured to convert the DC power received from the DCPV 
114 to an AC power suitable for delivery to the AC grid 102 at 
the grid frequency. It should be appreciated that multiple 
ACPVs 112 may be used to form a solar array with each 
ACPV 112 having a dedicated inverter 106. 
0047 Referring now to FIG. 3, in one embodiment, the 
inverter 106 includes an input converter 200 electrically 
coupled to a power bus 202, an output converter 204 electri 
cally coupled to the power bus 202, and an active filter 206 
electrically coupled to the power bus 202. Additionally, in 
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some embodiments, the inverter 106 includes a control circuit 
208 electrically coupled to the input converter 200, the output 
converter 204, and the active filter 206 to control operations 
thereof. As discussed in more detail below, the power bus 202 
may be embodied as a DC bus or an AC bus. Accordingly, the 
input converter 200 may be embodied as a DC-to-DC con 
verter or a DC-to-AC converter and the output converter may 
be embodied as a DC-to-AC converter or an AC-to-DC con 
Verter. 
0048. In use, the inverter 106 is configured to be electri 
cally coupled to the DC source 104 to receive a DC waveform 
therefrom. The inverter 106 converts the DC waveform to a 
bus waveform, which may be a DC waveform or an AC 
waveform depending on the type of bus. Similarly, the output 
converter is configured to be electrically coupled to the AC 
grid 102 and convert the bus waveform (i.e., either a DC 
waveform or an AC waveform) to the output AC waveformat 
the grid frequency for delivery to the AC grid 102. 
0049. As discussed above, the single-phase power output 
of the inverter 106 includes an average component and a 
time-varying component due to variations in the DC Source 
102 and/or demands of the AC grid 102. The time varying 
component has a frequency Substantially equal to twice the 
output AC waveform (i.e., the grid frequency). Without filter 
ing, such double-frequency power ripple must be Supplied by 
the DC source 102 (i.e., the double frequency ripple power 
propagates back and forth between the AC grid 102 and the 
DC source 102). Such demands on the DC source 102 can 
result in failure or lower performance of the DC source 102 
and inverter 106. As such, the active filter 206 is used to 
reduce or substantially eliminate the double frequency power 
ripple occurring on the power bus 202 prior to the DC source 
102. To do so, the active filter 206 is configured to supply 
energy to and absorb energy from the power bus 202 to 
thereby maintain a Substantially constant bus Voltage and 
reduce the amount of time-varying component required of the 
DC Source 104. 
0050. In typical inverters with passive filtering, the filter is 
placed on the input side (i.e., on the primary side of the 
inverter transformer) to filter the double-frequency power 
ripple on the low voltage bus from the DC source. Passive 
filters include a capacitive device, such as an electrolytic 
capacitor, to perform the filtering functions. The amount of 
energy storable in a capacitor may be defined by: 
W=0.54C3:2 Equation 2 
wherein “W' is the amount of stored energy, “C” is capaci 
tance, and “V” is the voltage. 
0051. As such, because the passive filter is coupled to a 
low Voltage bus, a larger capacitance value is required to 
achieve a desired amount of stored energy. Conversely, the 
active filter 206 is located on the output side (i.e., on the 
secondary side of the inverter transformer 304—see FIG. 3) 
of the inverter 106 and coupled to the higher voltage power 
bus 202. Because the power bus 202 has a relatively higher 
Voltage than the input side, a smaller value of capacitance 
may be used to store the same amount of energy. Additionally, 
because the input bus is a low Voltage bus, the change or ripple 
in the bus is relatively low. As such, the change in energy 
stored by the passive filter capacitor is relatively low com 
pared to the overall energy storage capability of the passive 
filter capacitor. Further, the used energy storage of the passive 
filter cannot be modified because there is no filter control 
present. Conversely, by controlling the functions of the active 
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filter 206 via the control circuit 208, substantially all of the 
energy storage capability of the active filter capacitor may be 
used (e.g., from nearly 0 volts to the power bus 202 rail 
Voltage). As such, because a significantly greater amount of 
energy storage capability is used in the active filter 206, a 
capacitor having a smaller capacitance value (and, thereby, a 
smaller footprint) may be used while still achieving the 
desired amount of usable energy storage. 
0052. As well as reducing the physical size of the capaci 
tor, the lower capacitance requirement allows the use of alter 
native capacitor technologies, which are typically lower cost 
and have increased reliability, Such as film capacitors. Addi 
tionally, placement of the active filter on the outputside of the 
inverter 106 may simplify the transformer 304 of the inverter 
106 in Some embodiments (e.g., a two-winding transformer 
may be used). As such, by placing the active filter 206 on the 
outputside of the inverter 106, the operating efficiency of the 
inverter 106 may be increased because the losses associated 
with the double-frequency ripple power in the input converter 
200 are reduced or substantially eliminated. 
0053 As discussed above, the control circuit 208 is elec 
trically coupled to the input converter 200 and configured to 
control operation of the input converter 200 to convert the 
input DC waveform from the DC source 104 to a bus wave 
form at the power bus 202. In one particular embodiment, the 
control circuit 208 may control the operation of the input 
converter based on a maximum power point tracking 
(“MPPT) algorithm or methodology. For example, the con 
trol circuit 208 may include an MPPT control circuit config 
ured to execute an MPPT algorithm such as the MPPT algo 
rithm described in U.S. Patent Publication No. 2008/018338, 
entitled “Ripple Correlation Control Based on Limited Sam 
pling” by Jonathan W. Kimball et al. To do so, the control 
circuit 208 may provide a plurality of control signals to vari 
ous circuits of the input converter 200 as described in more 
detail below. 
0054 The control circuit 208 is also electrically coupled to 
the output converter 204 and configured to control operation 
of the output converter 204 to convert the bus waveform to the 
output AC waveform suitable for delivery to the AC grid 102. 
In one particular embodiment, the control circuit 208 is con 
figured to use a pulse width modulation algorithm to control 
the output converter 204 such that the output AC waveform is 
pulse width modulated. To do so, the control circuit 208 may 
provide a plurality of control signals to various circuits of the 
output converter 204 as described in more detail below. 
0055. Additionally, the control circuit 208 is electrically 
coupled to the active filter 206 and configured to control the 
active filter to reduce the double-frequency power ripple on 
the power bus 202. In some embodiments, the active filter 206 
is embodied as a current-controlled Switching converter. In 
such embodiments, the active filter 206 includes an inverter 
circuit and an energy storage device or circuit. In Such 
embodiments, the control circuit 208 is configured to control 
the inverter circuit of the active filter 206 to control a time 
varying current of the energy storage circuit and generate an 
active filter AC waveform at the energy storage device to 
thereby supply energy to or absorb energy from the power bus 
202. In some embodiments, the generated active filter AC 
waveform may have a frequency Substantially equal to a 
harmonic of the grid frequency of the AC grid 102. For 
example, if the grid frequency is 60 Hz, the active filter AC 
waveform may have a frequency of 60 Hz, 120 HZ, 180 Hz, 
etc. Additionally, in some embodiments, the active filter AC 
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waveform may be shifted relative to the AC grid frequency to 
improve the filtering function. For example, in one particular 
embodiment, the active filter AC waveform is shifted by JL/4 
radians relative to a phase of the output AC waveform as 
described in more detail in co-pending U.S. patent applica 
tion Ser. No. 1 1/871,015 entitled “Methods for Minimizing 
Double-Frequency Ripple Power in Single-Phase Power 
Conditioners” by Philip T. Krein. et al. 
0056 Referring now to FIG. 4, in one embodiment the 
input converter 200 is embodied as a DC-to-DC converter. In 
such embodiments, the input converter 200 includes a boost 
converter 300, an inverter circuit 302, a transformer 304, and 
a rectifier 306. The boost converter 300 is embodied as an 
isolated boost converter and is electrically coupled to the 
inverter circuit 302 and configured to be coupled to the DC 
source 104. The inverter circuit 302 is embodied as a DC-to 
AC inverter circuit configured to convert the DC waveform 
supplied by the DC source 104 to an AC waveform delivered 
to a primary of the transformer 304. The transformer 304 may 
be embodied two or more winding transformer having a pri 
mary winding electrically coupled to the inverter circuit 302 
and a secondary winding coupled to the rectifier 306. The 
transformer 304 is configured to convert the first AC wave 
form supplied by the inverter circuit 302 at the primary wind 
ing to second AC waveform at the secondary winding. The 
first and second AC waveforms may have Substantially equal 
frequency and may or may not have Substantially equal Volt 
ages. The rectifier circuit is electrically coupled to the sec 
ondary winding of the transformer 304 and configured to 
rectify the second AC waveform to a DC waveform supplied 
to the power bus 202. 
0057. One embodiment of a DC-to-DC input converter 
350 is illustrated in FIG. 5. The input converter 350 is elec 
trically coupled to the DC source 104, embodied as a photo 
voltaic cell, via the boost converter 300. In the illustrative 
embodiment, the boost converter 300 is an isolated boost 
converter embodied as an inductor 352. The input converter 
350 also includes a voltage claim 354 electrically coupled to 
the inverter circuit 302. The voltage clamp 354 may be 
embodied as a passive or active circuit. For example, in 
embodiments wherein the voltage clamp 354 is a passive 
circuit, a parallel diode and RC circuit may be used. The 
inverter circuit 302 is illustrative embodied as a bridge circuit 
formed by a plurality of switches 356,358,360,362. Each of 
the switches 356, 358, 360,362 are configured to receive a 
corresponding control signal, qzc, qzcz, qos, qca, from the 
control circuit 208 to control operation of the inverter 302. 
The control circuit may use PWM to control the switches 356, 
358,360,362 at a relatively high switching frequency (e.g., at 
a frequency that is Substantially higher than the AC grid 
frequency). As discussed above, inverter circuit 302 converts 
the DC waveform from the DC Source 104 to a first AC 
waveform based on the control signals received from the 
control circuit 208. In the illustrative embodiment, the 
inverter circuit 302 is a embodied as a full-bridge circuit, but 
other circuit topologies such as a half-bridge circuit may be 
used in other embodiments. Additionally, although each of 
the Switches 356, 358, 360, 362 is illustrated as MOSFET 
devices, other types of switches may be used in other embodi 
mentS. 
0058. The illustrative transformer 304 includes a primary 
winding 364 electrically coupled to the inverter circuit 302 
and a secondary winding 366 electrically coupled to the rec 
tifier circuit 306. The transformer 304 provides galvanic iso 
US 2011/0026282 A1 
lation between the primary side converter circuitry (including 
DC source 104) and the secondary side circuitry (including 
power bus 202). The turns ratio of the transformer 304 may 
also provide Voltage and current transformation between the 
first AC waveform at the primary winding 364 and the second 
AC waveform at the secondary winding 366. 
0059. The rectifiercircuit 306 is electrically coupled to the 
secondary winding 366 of the transformer 304 and configured 
to convert the second AC waveform supplied by the trans 
former 304 to a DC bus waveform supplied to the bus 202. In 
the illustrative embodiment, the rectifier 306 is embodied as a 
full-bridge rectifier formed from a plurality of diodes 370, 
372, 374, 376. Again, in other embodiments, other circuit 
topologies may be used in the rectifier circuit 306. The recti 
fier circuit 306 may also include an energy storage device, 
such as a capacitor 378, for filtering the DC bus waveform. 
0060 Referring now to FIG. 6, in embodiments wherein 
the input converter 200 is embodied as a DC-to-DC converter, 
the output converter 204 may be embodied as a DC-to-AC 
converter. In such embodiments, the output converter 204 
includes an DC-to-AC inverter circuit 400 and an electromag 
netic interference (EMI) filter 402. The inverter circuit 400 is 
electrically coupled to the power bus 202 and configured to 
convert the DC bus waveform to the output AC waveform, 
which is filtered by the EMI filter 402. Additionally, the active 
filter 206 is electrically coupled to the power bus 202 and 
configured to reduce the double-frequency power ripple of 
the power bus 202 as described above. 
0061. One embodiment of the inverter circuit 400 of the 
output converter 204 and the active filter 206 is illustrated in 
FIG. 7. The active filter 206 and the inverter circuit 400 are 
electrically coupled in parallel to the power bus 200. The 
active filter 206 is embodied as a bridge circuit 410 electri 
cally coupled to an energy storage circuit 412. The energy 
storage circuit 412 is embodied as a series inductor 414 and 
capacitor 416 circuit. The bridge circuit 410 is illustrative 
embodied as a half-bridge circuit formed from a plurality of 
switches 418, 420. Each of the switches 418, 420 are config 
ured to receive a corresponding control signal, q1, q2. 
from the control circuit 208 to control operation of the active 
filter 206. As discussed above, the control circuit 208 may be 
configured to control the bridge circuit 410 to control a time 
varying current Supplied to the energy storage circuit 412 and 
generate an active filter AC waveform at the energy storage 
circuit 412 having a frequency Substantially equal to a har 
monic the grid frequency of the AC grid 102 to Supply energy 
to and absorb energy from the power bus 202 and thereby 
reduce the double-frequency power ripple on the bus 202. In 
the illustrative embodiment, the bridge circuit 420 is embod 
ied as a half-bridge circuit, but other circuit topologies may be 
used in other embodiments. For example, as illustrated in 
FIG. 9, bridge circuit 410 may be embodied as a full-bridge 
circuit in some embodiments. In Such embodiments, the 
bridge circuit 410 is formed from four switches 450, 452, 454, 
456, each configured to receive a corresponding control sig 
nal, qur, dur2, ques, quta, from the control circuit 208 to 
control operation of the active filter 206. The energy storage 
circuit 412 is located between the arms of the full-bridge 
circuit 410 to form an H-bridge circuit. Additionally, other 
circuit topologies may be used in other embodiments. Fur 
ther, although each of the switches 418, 420, 450, 452, 454, 
456 is illustrated as MOSFET devices, other types of switches 
may be used in other embodiments. 
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0062. As discussed above, the DC-to-AC inverter circuit 
400 of the output converter 204 is electrically coupled to the 
power bus 202 in parallel with the active filter 206. The 
inverter circuit 400 is configured to convert the DC bus wave 
form to the output AC waveform for delivery to the AC grid 
102. The inverter circuit 400 is illustrative embodied as a 
bridge circuit formed by a plurality of switches 430,432, 434, 
434. Each of the switches 430,432, 434,434 are configured to 
receive a corresponding control signal, qoci, doc2 docs. 
qa, from the control circuit 208 to control operation of the 
inverter 400. As discussed above, the control circuit may use 
PWM to control the switches 430, 432, 434, 434 to generate 
a pulse width modulated AC waveform. Again, it should be 
appreciated that although the illustrative the inverter circuit 
302 is a embodied as a full-bridge circuit, other circuit topolo 
gies such as a half-bridge circuit may be used in other 
embodiments. Additionally, although each of the switches 
430, 432, 434, 434 is illustrated as MOSFET devices, other 
types of Switches may be used in other embodiments. 
0063. On embodiment of the EMI filter 402 and other 
filtering circuitry is illustrated in FIG.8. The EMI filter 402 is 
configured to filter the output Voltage by reducing the con 
ducted interference and satisfying regulatory requirements. 
In the illustrative embodiment, the filter 402 includes differ 
ential-mode inductors 440, 442, a line filter capacitor 444, 
and common-mode inductors 446, 448. 
0064. Referring now to FIGS. 10 and 11, the transformer 
304 of the input converter 200 may be embodied as a trans 
former 500 having a primary winding 502, a secondary wing 
ing 504, and a tertiary winding 506. In such embodiments, the 
inverter circuit 302 is electrically coupled to the primary 
winding 502 of the transformer 500 and the rectifying circuit 
306 is electrically coupled to the secondary winding 504. In 
such embodiments, the inverter 106 includes an DC or AC bus 
in addition to the power bus 202. For example, as illustrated in 
FIG. 10, the inverter 106 includes a bi-directional rectifier 
508, which is embodied as a plurality of silicon rectifier 
diodes (SCRs), electrically coupled to the tertiary winding 
506 and a DC bus 510. The bi-directional rectifier 508 is 
configured to covert an AC waveform on at the tertiary wind 
ing 506 to a DC bus waveform at the DC bus 510. In such 
embodiments, the bi-directional rectifier 508 also forms the 
bridge circuit 410 of the active amplifier 206, which controls 
a time-varying current of the energy storage circuit 412 based 
on control signals received from the control circuit 208 as 
discussed above. The active filter 206 is electrically coupled 
to the DC bus 510 and configured to reduce the double 
frequency power ripple of the power bus 202. 
0065. Alternatively, as illustrated in FIG. 11, the inverter 
106 may include an AC power bus 512 coupled to the tertiary 
winding 506. In such embodiments, the active filter 206 is 
electrically coupled to the AC bus 512. However, the bridge 
circuit 410 is bi-directional and embodied a plurality of 
switches 520, 522,524,526. Illustratively, the switches 520, 
522, 524,526 are embodied as MOSFETs, but other semi 
conductor Switching devices may be used in other embodi 
ments to form the bi-directional bridge circuit 410. The 
switches are arranged in series pairs (i.e., switches 520, 522 
and switches 524,526) in a drain-source-source-drain series 
connection. Again, in other embodiments, other types of 
Switches and circuit topology may be used. 
0.066 Referring now to FIG. 12, in another embodiment, 
power bus 202 is embodied as an AC bus and the input 
converter 200 is embodied as a DC-to-AC inverter 600. In 
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such embodiments, the input converter 600 may include a 
boost converter 602, an inverter circuit 604, and a transformer 
606. The boost converter 602 may be embodied as an isolated 
boost converter and is electrically coupled to the inverter 
circuit 604 and configured to be coupled to the DC source 
104. The inverter circuit 604 is embodied as a DC-to-AC 
inverter circuit configured to convert the DC waveform Sup 
plied by the DC source 104 to an AC waveform delivered to a 
primary of the transformer 606. The transformer 606 may be 
embodied as a two or more winding transformer having a 
primary winding electrically coupled to the inverter circuit 
604 and a secondary winding coupled to bus 202 (an AC bus 
in the present embodiment). The transformer 606 is config 
ured to convert the first AC waveform supplied by the inverter 
circuit 604 at the primary winding to a second AC waveform 
at the secondary winding. The first and second AC waveforms 
may have substantially equal frequency and may or may not 
have Substantially equal Voltages. 
0067. As illustrated in FIG. 13 A-13D, the inverter circuit 
604 may be embodied as a voltage-sourced full bridge as 
shown in FIG. 13A, a current-sourced full bridge as shown in 
FIG. 13B, a Voltage-Sourced push-pull arrangement as shown 
in FIG. 13C, or current-sourced push-pull arrangement as 
shown in FIG. D. The full bridge inverters of FIGS. 13A and 
13B are formed from switches 610, 612, 614, 616 and the 
half-bridge inverters of FIGS. 13C and 13D are formed from 
switches 618, 620. The Switches 610, 612, 614, 616, 618, 620 
are illustrative embodied as MOSFET devices, but may be 
embodied as power semiconductor devices capable of being 
turned on and off with sufficiently high frequency. Further 
more, each power switch 610, 612, 614, 616, 618, 620 can be 
driven with a gate-drive circuit. For the push-pull configura 
tions of FIGS. 13C and 13D, the power switches 618, 620 are 
switched on and off in alternating fashion, each with 50% 
duty cycle, in one embodiment. For the full-bridge configu 
rations of FIGS. 13A and 13B, pairs of switches (marked q or 
1-q) are Switched on and off together, where q is either a 0 
(off) or 1 (on). In the push-pull configurations of FIGS. 13C 
and 13D, the transformer 606 includes a tapped primary 
winding 313. 
0068. In regard to the voltage-sourced configurations of 
FIGS. 13A and 13B, the alternating switching of the power 
switches 610, 612, 614,616, 618, 620 produces a square wave 
voltage across the primary windings of the transformer 606 
Such that an approximately triangular flux linkage pattern is 
produced in the core of transformer 606. It should be appre 
ciated that the flux in the magnetic core is approximately the 
integral of the Voltage applied to one of its coils. In the ideal 
situation, an average flux is Zero, which occurs when a circuit 
is driven perfectly symmetrically, and in the case of the push 
pull configurations of FIGS. 13C and 13D, the primary wind 
ings of the transformer 606 is tapped substantially in the 
middle. 
0069. In regard to the current-sourced configurations of 
FIGS. 13B and 13D, a series inductor 622,624, respectively, 
is used to provide a substantially constant current to feed the 
inverter circuit 602. The power switches 610, 612, 614, 616, 
618, 620 are alternated just as in the voltage source configu 
rations of FIGS. 13A and 13C to produce a square wave 
current to the primary winding of the transformer 606. 
0070. In the push-pull arrangements of FIGS. 13C and 
13D, the inverter circuits 604 include only two active 
switches 618, 620 coupled to ground such that high-side gate 
drives are not needed. However, because the corresponding 
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primary windings of the transformer 606 are tapped, the 
transformer 606 is slightly more complex in these embodi 
ments. Additionally, it should be appreciated that only half of 
the primary winding is used at any given time. Further, 
because the power switches 618, 620 are in direct series with 
the primary winding of the transformer 606, a snubber circuit 
(not shown) may be used to prevent or otherwise limit over 
voltages as the power switches 618, 620 are turned off. 
0071. In regard to the full-bridge arrangements of FIGS. 
13A and 13B, the transformer winding is not tapped and, as 
Such, can be fully utilized. A Snubber circuit may or may not 
be used in these embodiments. However, additional power 
switches are required to form the full-bridge and a high-side 
gate drive is used. 
0072 Referring now to FIG. 14, in embodiments wherein 
the inverter 106 includes the DC-to-AC input converter 600, 
the output converter 204 may be embodied as an AC-to-AC 
output converter 700. In such embodiments, the output con 
verter 700 includes an AC-to-AC frequency converter circuit 
702 and an electromagnetic interference (EMI) filter 704. The 
converter circuit 702 is electrically coupled to the (AC) power 
bus 202 and configured to convert the AC bus waveform to the 
output AC waveform, which is filtered by the EMI filter 704. 
Additionally, the active filter 206 is electrically coupled to the 
power bus 202 and configured to reduce the double-frequency 
power ripple of the power bus 202 as described above. 
(0073. Referring to FIGS. 15A and 15B, two embodiments 
of the converter circuit 702 are shown. The converter circuit 
702 may be embodied as a full-bridge arrangement 720 as 
illustrated in FIG. 15 A or a half-bridge arrangement 722 as 
illustrated in FIG. 16. Each embodiment includes an output 
filter 710 and an electromagnetic interference (EMI) filter 
712. The full-bridge or half-bridge arrangements 720, 722 
provide modulation of the output voltage of the transformer 
606 such that, when passed through the output filter, a sub 
stantially smooth sine-wave voltage is produced. The EMI 
filter 704 eliminates or reduces high-frequency noise from the 
output converter 702, as required for compliance to standards 
and overall function of the inverter 106. 
0074 As shown in FIG. 15A, the full-bridge configuration 
720 includes eight silicon-controlled rectifiers (SCRs). Con 
versely, as shown in FIG. 15B, the half-bridge configuration 
722 includes four SCRs. Additionally, the transformer 606 of 
the full-bridge configuration 720 includes a single secondary 
winding. Conversely, the transformer 606 of the half-bridge 
configuration 722 includes a tapped secondary winding. In 
should be appreciated that the full-bridge configuration 720, 
which comprises more SCRS in series, has a simpler magnetic 
design compared to the half-bridge configuration 722, which 
has half as many SCRS and is required to block more Voltage 
than the full-bridge configuration 720. 
0075. In either configuration, the SCRs are switched such 
that the output waveform from the secondary winding of the 
transformer 606 is alternately applied to the output filter 710. 
The timing of the SCR switching may be based on a suitable 
PWM algorithm and controlled, for example, by the control 
circuitry 208. The PWM control produces an output of the 
inverter 106 that is substantially sinusoidal. It should be 
appreciated that each of the SCRS may include a gate circuit 
(not shown) to couple the on/off control signals from the 
control circuitry 208 to the SCR gate terminals. 
0076. The output inductor 710 is used for coupling the AC 
grid 102 to the inverter 106. The output inductor 710 filters the 
output current such that limited harmonic distortion occurs in 
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the output AC waveform. Additionally, the EMI filter pre 
Vents or minimizes unwanted noise from coupling to the AC 
grid 102. 
0077 Referring now to FIGS. 16 and 17, two additional 
illustrative system topologies are illustrated. In FIG. 16, the 
inverter 106 is embodied as a current-source inverter and 
includes half-bridges in the input converter 600 and the active 
filter 206 and a full bridge in the output converter 700. Simi 
larly, the inverter 106 is embodied as a voltage-source inverter 
in FIG. 17 and includes half-bridges in the input converter 
600 and the active filter 206 and a full-bridge in the output 
converter 700. It should be appreciated that the circuit topolo 
gies of FIGS. 16 and 17 are substantially similar. However, a 
filtering capacitor 800 is located at the output converter 700 in 
the current-source inverter of FIG.16 and located at the input 
converter 600 in the voltage-source inverter of FIG. 17. 
0078. The inverter, controllers, and methods described 
herein may be implemented as discrete circuits or in the form 
of software code and/or logical instructions that are processed 
by a microprocessor, digital processor, DSP or other means, 
or any combination thereof. The logical processes may run 
concurrently or sequentially with respect to each other or with 
respect to other processes, such as measurement processes 
and related calculations. Controllers may be implemented in 
mixed-signal circuitry; in circuitry comprising mixed-signal 
circuitry comprising a digital processor core; or in circuitry 
comprising a combination of mixed-signal circuitry and a 
separate digital signal processor. Such controllers may be 
implemented as an integrated circuit orahybrid device. There 
may also be additional logical processes that may not be 
shown, such as, e.g., safety and protection mechanisms; tim 
ing and frequency generation mechanisms; and hardware and 
processes related to regulatory requirements. Pre-determined 
values, such as, e.g., the commanded values may be stored in 
read-only or re-programmable non-volatile memory such as 
memory circuitry 110 or other storage media. Communica 
tion circuitry may also be incorporated into the inverter as a 
means of downloading commanded values or other operating 
information to the inverter and/or for uploading inverter oper 
ating information to user equipment. 
0079 Certain embodiments of the present disclosure have 
been described. Nevertheless, it will be understood that vari 
ous modifications may be made without departing from the 
spirit and scope of the disclosure. For example, any of a wide 
Variety of known non-resonant and resonant switching power 
converter topologies may be used in place of the specific 
converter embodiments described herein. The unipolar input 
source may be a fuel cell or another kind of DC source. The 
inverter controller may comprise elements for regulatory and 
safety monitoring and control (e.g., circuits or processes for 
disabling the inverter in the event of AC grid fault or input 
Source fault; anti-islanding protection). Switches in power 
converters (e.g., switches 171-174, FIG. 2) are shown to be 
MOSFETs and to comprise diodes across their terminals. It is 
understood that other types of Switches may be used (e.g., 
bipolar transistors, IGBTs) and that diodes may beintrinsic to 
the semiconductor switch or may be discrete devices. 
Switches may also be provided with passive or active snub 
bers to prevent losses and/or to limit voltage or current 
StreSSeS. 
0080. There is a plurality of advantages of the present 
disclosure arising from the various features of the appara 
tuses, circuits, and methods described herein. It will be noted 
that alternative embodiments of the apparatuses, circuits, and 
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methods of the present disclosure may not include all of the 
features described yet still benefit from at least some of the 
advantages of such features. Those of ordinary skill in the art 
may readily devise their own implementations of the appara 
tuses, circuits, and methods that incorporate one or more of 
the features of the present disclosure and fall within the spirit 
and scope of the present invention as defined by the appended 
claims. 
1. An inverter for converting an input direct current (DC) 
waveform from a DC source to an output alternating current 
(AC) waveform for delivery to an AC grid, the inverter com 
prising: 
an input converter electrically coupled to a power bus and 
including a transformer, the input converter being con 
figured to convert the input DC waveform to a bus wave 
form supplied to the power bus; 
an output converter electrically coupled to the power bus 
and configured to convert the bus waveform to the output 
AC waveform at a grid frequency; and 
an active filter electrically coupled to the power bus and 
configured to reduce a double-frequency ripple power of 
the bus waveform by supplying power to and absorbing 
power from the power bus. 
2. The inverter of claim 1, wherein the power bus is a DC 
bus and the bus waveform is a first DC waveform. 
3. The inverter of claim 2, wherein the input converter 
comprises a first inverter circuit electrically coupled to the 
DC source and a primary winding of the transformer, the first 
inverter circuit being configured to convert the input DC 
waveform to a first AC waveform at a first frequency and the 
transformer configured to converter the first AC waveform to 
a second AC waveform at the first frequency. 
4. The inverter of claim 3, wherein the input converter 
further comprises a rectifier circuit electrically coupled to a 
Secondary winding of the transformer and the power bus, the 
rectifier circuit configured to rectify the second AC waveform 
to produce the first DC waveform. 
5. The inverter of claim 4, wherein the input converter 
comprises an isolated boost converter electrically connected 
to the DC source and the first inverter circuit. 
6. The inverter of claim 4, wherein the output converter 
comprises a second inverter circuit electrically coupled to the 
power bus and configured to convert the first DC waveform to 
the output AC waveform. 
7. The inverter of claim 6, wherein the output converter 
further comprises a filter circuit electrically coupled to the 
second inverter circuit and configured to filter the output AC 
waveform. 
8. The inverter of claim 5, wherein the active filter com 
prises a bridge circuit electrically coupled to an inductor 
capacitor (LC) circuit. 
9. The inverter of claim 6, wherein the active filter is con 
figured to maintain a substantially constant voltage across the 
second inverter circuit. 
10. The inverter of claim 6, wherein the output AC wave 
form comprises an average component and a time-varying 
component, the active filterconfigured to supply substantially 
all of the time-varying component of the output AC wave 
form. 
11. The inverter of claim 10, wherein the time-varying 
component comprises a component having a frequency sub 
stantially equal to twice the grid frequency. 
12. The inverter of claim 10, wherein the active filter com 
prises a third inverter circuit and an energy storage device. 
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13. The inverter of claim 12, wherein the third inverter 
circuit configured to control the time-varying component of 
the output AC waveform by controlling a time-varying cur 
rent of the energy storage device. 
14. The inverter of claim 12, the third inverter circuit con 
figured to generate a third AC waveform at the energy storage 
device, the third AC waveform having a frequency Substan 
tially equal to a harmonic frequency of the grid frequency. 
15. The inverter of claim 14, wherein the third AC wave 
form is shifted by JL/4 radians relative to a phase of the output 
AC waveform. 
16. The inverter of claim 12, wherein the third inverter 
circuit is a full bridge circuit. 
17. The inverter of claim 1, whereintransformer includes a 
tertiary winding, the active filter being connected to the ter 
tiary winding. 
18. The inverter of claim 17, wherein the active filter 
includes a rectifier circuit connected to the tertiary winding, 
an inverter circuit connected to the rectifier circuit, and an 
energy storage device. 
19. The inverter of claim 1, wherein the transformer 
includes a tertiary winding and the power bus is a first DC bus, 
the inverter further comprising a second DC bus electrically 
coupled to the tertiary winding. 
20. The inverter of claim 1, wherein the transformer 
includes a tertiary winding and the power bus is a first AC bus, 
the inverter further comprising a second AC bus electrically 
coupled to the tertiary winding. 
21. The inverter of claim 20, wherein the active filter is 
connected to the second AC bus, the active filter comprising 
an energy storage device connected to a center tap of the 
tertiary winding. 
22. The inverter of claim 1, wherein the power bus is an AC 
bus and the input converter is a one of a Voltage-sourced full 
bridge converter and a Voltage-Sourced push-pull converter. 
23. The inverter of claim 1, wherein the power bus is an AC 
bus and the input converter is one of a current-sourced full 
bridge converter and a current-sourced push-pull converter. 
24. The inverter of claim 1, wherein: 
the power bus is an AC bus and the bus waveform is a first 
AC waveform having a first frequency, and 
the output converter comprises a frequency converter cir 
cuit configured to convert the second AC waveform to a 
third AC waveform at the grid frequency. 
25. The inverter of claim 1, further comprising a controller 
circuit electrically coupled to the input converter, the control 
ler circuit configured to control the input converter to gener 
ate the bus waveform based on a maximum power point 
tracking of the DC source. 
26. The inverter of claim 1, further comprising a controller 
circuit electrically coupled to the output converter, the con 
troller circuit configured to control the output converter to 
generate the output AC waveform using pulse width modula 
tion. 
27. The inverter of claim 1, further comprising a controller 
circuit electrically coupled to the active filter, the controller 
circuit configured to control the active filter to supply a time 
varying waveform to the power bus to reduce the double 
frequency ripple power. 
28. The inverter of claim 1, wherein the DC source is a 
photovoltaic cell. 
29. The inverter of claim 1, wherein the DC source is a fuel 
cell. 
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30. An apparatus comprising: 
a solar panel comprising a Solar cell configured to generate 
a first direct current (DC) waveform in response to 
receiving an amount of Sunlight; 
an inverter coupled to the Solar cell panel and configured to 
receive the first DC waveform and convert the first DC 
waveform to an output alternating current (AC) wave 
form, the inverter comprising: 
an input converter electrically coupled the Solar cell and 
a DC bus, the input converter configured to convert 
the first DC waveform to a second DC waveform 
supplied to the DC bus; 
an output converter electrically coupled to the DC bus 
and configured to convert the second DC waveform to 
the output AC waveform at a first frequency; and 
an active filter electrically coupled to the DC bus and 
configured to reduce a double-frequency ripple power 
of the second DC waveform by supplying power to 
and absorbing power from DC power bus. 
31. The apparatus of claim 30, wherein the input converter 
comprises a first inverter circuit and a transformer, 
the first inverter circuit (i) being electrically coupled to the 
Solar cell and a primary winding of the transformer and 
(ii) configured to convert the first DC waveform to a first 
AC waveform at a first frequency, and 
the transformer being configured to convert the first AC 
waveform to a second AC waveform at the first fre 
quency. 
32. The apparatus of claim 31, wherein the input converter 
further comprises a rectifier circuit electrically coupled to a 
secondary winding of the transformer and the DC bus, the 
rectifier circuit configured to rectify the second AC waveform 
to produce the second DC waveform. 
33. The apparatus of claim32, wherein the output converter 
comprises a second inverter circuit electrically coupled to the 
DC bus and configured to convert the second DC waveform to 
the output AC waveform. 
34. The apparatus of claim 33, wherein the active filter 
comprises an energy storage device and a third inverter circuit 
configured to generate a third AC waveform at the energy 
storage device, the third AC waveform having a frequency 
Substantially equal to a harmonic frequency of the grid fre 
quency. 
35. The apparatus of claim 30, wherein the inverter further 
comprises a controller circuit electrically coupled to the input 
converter, the controller circuit configured to control the input 
converter to generate the second DC waveform based on a 
maximum power point tracking of the Solar cell. 
36. The apparatus of claim 30, wherein the inverter further 
comprises a controller circuit electrically coupled to the out 
put converter, the controller circuit configured to control the 
output converter to generate the output AC waveform using 
pulse width modulation. 
37. The apparatus of claim 30, wherein the inverter further 
comprises a controller circuit electrically coupled to the 
active filter, the controller circuit configured to control the 
active filter to supply a time-varying waveform to the DC bus 
to reduce the double-frequency ripple power. 
38. An inverter comprising: 
a direct current (DC) bus, 
an input converter electrically coupled to the DC bus, the 
input converter comprising (i) a transformer having a 
primary winding and a secondary winding, (ii) a first 
inverter circuit electrically coupled to the primary wind 
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ing and configured to convert an input DC waveform to 
a first alternating current (AC) waveform at the primary 
winding, the transform being configured to convert the 
first AC waveform to a second AC waveform, and (iii) a 
rectifier circuit electrically coupled to the secondary 
winding and the DC bus, the rectifier circuit being con 
figured to rectify the second AC waveform to produce a 
second DC waveform on the DC bus; 
an output converter electrically coupled to the DC bus, the 
output converter comprising a second inverter circuit 
electrically coupled to the DC bus and configured to 
convert the second DC waveform to an output AC wave 
form suitable for delivery to an AC grid; and 
an active filter electrically coupled to the DC bus to reduce 
a double-frequency ripple power of the second DC 
waveform by Supplying power to and absorbing power 
from DC power bus. 
10 
Feb. 3, 2011 
39. The inverter of claim 38, wherein the active filter com 
prises an energy storage device and a third inverter circuit 
configured to generate a third AC waveform at the energy 
storage device, the third AC waveform having a frequency 
Substantially equal to a harmonic frequency of the grid fre 
quency. 
40. The inverter of claim 38, further comprising a control 
ler circuit electrically coupled to the input converter, the 
controller circuit configured to control the input converter to 
generate the second DC waveform based on a maximum 
power point tracking of the Solar cell. 
41. The inverter of claim 38, further comprising a control 
ler circuit electrically coupled to the output converter, the 
controller circuit configured to control the output converter to 
generate the output AC waveform using pulse width 
modulation. 
